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FTE SPLICE CONNECTOR

FTE - Fixings

INTENDED USE
FTE splice connectors are used to connect sections of cable tray together. 
Two Splice Connectors are required for each connection between two Cable 
Tray. 

Splice connectos and fasteners are available in both FRP and SS material.

INSTRUCTION FOR USE
Attach the splice loosely with self locking bolts in the recommended pattern as 
shown.

Attach loosely with M6 bolts.

Adjust and tighten securely.

FTE Splice Connector should always be used in pair.

FTE-50 Splice Connector are provided 
with 4 M6X16 fasteners as standard.

FTE-80 Splice are provided with 4 
M6X16 fasteners as standard.

Two cable trays connected together 
with FTE-80 Splice Connector.

User Guide for Bolts:
Recommended Torque
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